Jennifer C. Sedlachek
Project Manager

4096 Piedmont Avenue #194
Oakland, Califoria 94611
510.547.8196

510.547.8706 Fax
jennifer.c.sedlachek@exxonmabil.com

Ex¢onMobil
Refining & Supply

March 31, 2006

Ms. Rose-Marie Bordessa
3725 Mayette Avenue
Santa Rosa, California 95405

RE: Former Exxon RAS 7-0277/1101 Yulupa Avenue, Santa Rosa, California.

Dear Ms. Bordessa:

Attached for your review and comment is a document entitled Laboratory Analysis Results of Domestic Water Well Head
Treatment System, dated March 31, 2006, for the above-referenced site. The document was prepared by Environmental
Resolutions, Inc. (ERI) of Petaluma, California, and provides the analytical laboratory results for the first quarter 2006
groundwater sample collected from the domestic water well head treatment system located at 3725 Mayette Avenue, Santa
Rosa, California. Thank you for your continued cooperation in providing access to sample your well.

These data were generated by ERI on behalf of ExxonMobil to comply with requirements of the Regional Board in
accordance with state regulations. ExxonMobil makes no representations as to these data for any other purpose.

Water sample analytical results including analytical data sheets are provided quarterly to the office of the Regional Board.
If you have any questions, please contact Ms. Jo Bentz of the Regional Board at 707.576.2838.

Sincerely,
) T

e
Jennifer C. Sedlachek
Project Manager

Attachment: ERI’s Laboratory Analysis Results of Domestic Water Well Head Treatment System,
dated March 31, 2006.

cc: w/ attachment
Ms. Jo Bentz, California Regional Water Quality Control Board, North Coast Region
Mr. Rose Ann Kowell

w/o attachment
Mr. James F. Chappell, Environmental Resolutions, Inc.

An ExxonMobil Subsidiary



ERI ENVIRONMENTAL RESOLUTIONS, INC.

March 31, 2006
ERI 210113JS.L35

Ms. Jennifer C. Sedlachek

ExxonMobil Refining & Supply — Global Remediation
4096 Piedmont Avenue #194

Oakland, California 94611

SUBJECT Laboratory Analysis Results of Domestic Water Well Head Treatment System,
3725 Mayette Avenue, Santa Rosa, California.

Ms. Sedlachek:

At the request of Exxon Mobil Corporation, Environmental Resolutions, Inc. (ERI) is providing the
analytical laboratory results of the groundwater samples collected from the domestic water well head
treatment system during first quarter 2006. The samples were collected by ERI and analyzed by a
California state-certified laboratory, under Chain-of-Custody protocol, for volatile organic compounds
(including benzene, toluene, ethylbenzene, and total xylenes), oxygenated compounds (including methyl
tertiary butyl ether), and lead scavengers using Environmental Protection Agency Method 524.2.
Laboratory analysis results of the water sample are summarized on the attached table (Table 1).

Please contact Mr. James F. Chappell, ERI's project manager for this site, at (707) 766-2000 with any
questions.

Sincerely,
Environmental Resolutions, Inc.

w0
K /
el V),

Attachments: Table 1:  Cumulative Domestic Well Sampling Data
Laboratory Analytical Report and Chain-of-Custody Record

cc: Ms. Rose-Marie Bordessa
Ms. Rose Ann Kowell

Ms. Jo Bentz, California Regional Water Quality Control Board, North Coast Region

601 North McDowell Boulevard, Petaluma, California 94954 707-766-2000 FAX 707-789-0414
Lake Forest * Petaluma + Seattle * Phoenix



CUMULATIVE DOMESTIC WELL SAMPLING DATA

TABLE 1

Former Exxon Service Station 7-0277
1101 Yulupa Avenue
Santa Rosa, California
(Page 1 of 2)

Well Sampling Sample  TPHd TPHg MTBE B T E X ETBE TAME TBA EDB 1,2-DCA DIPE Ethanol
ID Date iD {(ng/l)  {(ug/lL) (ugL.) {ug/L) (ug/L) {HglL) {uglL) (ug/L) (uglL) (uglt) (ng/L) (wglL) (wg/L) (ug/L)

W-1175  02/28/03 <560 <50.0 <0.50 <0.50 <0.50 <0.50 <0.50 <0.50 <0.50 <10.0 <0.50 <0.50 <0.50 <10.0
09/19/03 - <0.50 <0.50 <0.50 <0.50 <0.50 <0.50 <0.50 <20 <0.50 <0.50 <0.50 <100
11/26/03 - — 0.60 <0.50 <0.50 <0.50 <0.50 <0.50 <0.50 <10 <0.50 <0.50 <0.50
12/05/03 - - <0.50 <0.50 <0.50 <0.50 <0.50 <0.50 <0.50 <10 <0.50 <0.50 <0.50 -
12/5/03a - — <0.50 <0.50 <0.50 <0.50 <0.50 <0.50 <0.50 <10 <0.50 <0.50 <0.50 -
02/12/04 - <0.50 <0.50 <0.50 <0.50 <0.50 <0.50 <0.50 <10.0 <0.50 <0.50 <0.50
04/26/04 - <0.50 <0.50 <0.50 <0.50 <1.00 <0.50 <0.50 <0.50 <0.50
Sampling discontinued.

W-3725 02/28/03 <50 <50.0 0.6 <0.50 <0.50 <0.50 <0.50 <0.50 <0.50 <10.0 <0.50 <0.50 <0.50 <10.0
04/01/03 - — <0.50 - - <0.50 <0.50 <10.0 <0.50 <0.50 <0.50 e
05/21/03 <50 <50.0 1.50 <0.50 <0.50 <0.50 <0.50 <0.50 <0.50 <10.0 --- — <0.50 -
09/02/03 - - 21.1 0.80 <0.50 <0.50 <0.50 <0.50 <0.50 <10.0 <0.50 <0.50 <0.50 —
09/19/03 - - 21 0.77 <0.50 <0.50 <0.50 <0.50 <0.50 <20 <0.50 <0.50 <0.50 <100
12/05/03 - 46.6 1.50 <0.50 <0.50 <0.50 <0.50 <0.50 12.9 <0.50 <0.50 <0.50
02/12/04 -— - 39.5 <0.50 <0.50 <0.50 <0.50 <0.50 <0.50 15.5 <0.50 <0.50 <0.50 -
04/26/04 - - 16.2 <0.50 <0.50 <0.50 <1.00 <0.50 <0.50 <10.0 - <0.50
07/26/04 - -- 124 <0.50 <0.50 <0.50 <1.00 <0.50 <0.50 <10.0 — <0.50 —
10/18/04 - - <0.50b <0.50b <0.50b <0.50b <1.00b <0.50b <0.50b <10.0b — -— <0.50b <50.0b
09/24/04  Wellhead treatment system installed.

01/13/05 W-INF -— — 0.90 <0.50 <0.50 <0.50 <1.00 <0.50 <0.50 <10.0 <0.50 <0.50 <0.50 <50.0
W-INT --- — <0.50 <0.50 <0.50 <0.50 <1.00 <0.50 <0.50 <10.0 <0.50 <0.50 <0.50 <50.0
W-EFF - — <0.50 <0.50 <0.50 <0.50 <1.00 <0.50 <0.50 <10.0 <0.50 <0.50 <0.50 <50.0
04/11/05 W-INF — - 0.60 <0.50 <0.50 <0.50 <1.00 <0.50 <0.50 <10.0 <0.50 <0.50 <0.50 <50.0
W-INT - —_ <0.50 <0.50 <0.50 <0.50 <1.00 <0.50 <0.50 <10.0 <0.50 <0.50 <0.50 <50.0
W-EFF - - <0.50 <0.50 <0.50 <0.50 <1.00 <0.50 <0.50 <10.0 <0.50 <0.50 <0.50 <50.0
07/11/05 W-INF - 14.0 <0.50 <0.50 <0.50 <1.00 <0.50 <0.50 <10.0 <0.50 <0.50 <0.50 <50.0
W-INT - -— 0.60 <0.50 <0.50 <0.50 <1.00 <0.50 <0.50 <10.0 <0.50 <0.50 <0.50 <50.0
W-EFF — - <0.50 <0.50 <0.50 <0.50 <1.00 <0.50 <0.50 <10.0 <0.50 <0.50 <0.50 <50.0
10/10/05 W-INF 15.6 <0.500 <0.500 <0.500 <1.00 <0.500 <0.500 5.01 <0.500 <0.500 <0.500 <100
W-INT — —_— 1.64 <0.500 <0.500 <0.500 <1.00 <0.500 <0.500 <5.00 <0.500 <0.500 <0.500 <100
W-EFF — - <0.500 <0.500 <0.500 <0.500 <1.00 <0.500 <0.500 <5.00 <0.500 <0.500 <0.500 <100
01/10/06 W-INF -— — 2.07 <0.500 <0.500 <0.500 <1.00 <0.500 <0.500 <10.0 <0.500 <0.500 <0.500 <50.0
W-INT - 2.02 <0.500 <0.500 <0.500 <1.00 <0.500 <0.500 <10.0 <0.500 <0.500 <0.500 <50.0
W-EFF - - <0.500 <0.500 <0.500 <0.500 <1.00 <0.500 <0.500 <10.0 <0.500 <0.500 <0.500 <50.0



TABLE 1
CUMULATIVE DOMESTIC WELL SAMPLING DATA
Former Exxon Service Station 7-0277
1101 Yulupa Avenue
Santa Rosa, California
(Page 2 of 2)

Notes:
W-3725
W-1175

TPHd

TPHg

MTBE

BTEX

ETBE

TAME

TBA
EDB
1,2-DCA
DIPE
Ethanol
o/l

<
a
b

Domestic well located at 3725 Mayette Avenue.

Domestic well located at 1175 Harvard Drive.

Total petroleum hydrocarbons as diesel analyzed using EPA Method 3510/8015B (modified).
Total petroleum hydrocarbons as gasoline analyzed using EPA Method 8015B (modified).
Methyl tertiary butyl ether analyzed using EPA Method 524.2.

Benzene, toluens, ethylbenzene, and total xylenes analyzed using EPA Method 524.2.
Ethyl tertiary butyl ether analyzed using EPA Method 524.2.

Tertiary amyl methyl ether analyzed using EPA Method 524.2.

Tertiary butyl alcohof analyzed using EPA Method 524.2.

1,2-Dibromoethane analyzed using EPA Method 524.2.

1,2-Dichloroethane analyzed using EPA Method 524.2.

Di-isopropyl ether analyzed using EPA Method 524.2.

Ethanot analyzed using EPA Method 524.2.

Micrograms per liter.

Not sampled/Not analyzed.

Not detected at or above the laboratory method reporting limit.

Duplicate sample collected from a different sampling location.

Analytical results suspect.
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ARARYTECAL TESTING CORPORATION

L

2960 Foster Creighton Road Nashville, TN 37204 * 800-765-0980 * Fax 615-726-3404

January 18, 2006

Client:  ERI Petaluma (10228)

Attn:

601 North McDowell Blvd.
Petaluma, CA 94954
James Chappell

SAMPLE IDENTIFICATION
W-3725-EFF
W-3725-INT
W-3725-INF

An exccuted copy of the chain of custody, the project quality control data, and the sample receipt form are also included as an addendum
to this report. If you have any questions relating to this analytical report, please contact your Laboratory Project Manager at

Work Order:
Project Name:
Project Nbr:

Date Received:

LAB NUMBER

NPA1031-01
NPA1031-02
NPA1031-03

NPA1031

Exxon 7-0277 PO:4505885615
2101 1300000

01/12/06

COLLECTION DATE AND TIME

01/10/06 17:40
01/10/06 17:50
01/10/06 18:00

1-800-765-0980. Any opinions, if expressed, are outside the scope of the Laboratory's accredidation.

This material is intended only for the use of the individual(s) or entity to whom it is addressed, and may contain information that is
privileged and confidential. If you are not the intended recipient, or the employee or agent responsible for delivering this material to the
intended recipient, you are hereby notified that any dissemination, distribution, or copying of this material is strictly prohibited.

have received this matetial in error, please notify us immediately at 615-726-0177.

California Certification Number: 01168CA

The Chain(s) of Custody, 2 pages, are included and are an integral part of this report.

These results relate only to the items tested. This report shall not be reproduced except in full and with permission of the laboratory.

Report Approved By:

Jessica Vickers

Senior Project Manager

Page 1 of 10
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ANALYTICAL TESTHNG CORPORATION

2960 Foster Creighton Road Nashville, TN 37204 * 800-765-0980 * Fax 615-726-3404

Client ERI Petaluma (10228) Work Order: NPA1031
601 North McDowell Blvd. Project Name: Exxon 7-0277 PO:4505885615
Petaluma, CA 94954 Project Number: 2101 1300000
Attn James Chappell Received: 01/12/06 08:00
ANALYTICAL REPORT
Dilution Analysis
Analyte Result Flag Units MRL Factor  Date/Time Method Batch
Sample ID: NPA1031-01 (W-3725-EFF - Drinking Water) Sampled: 01/10/06 17:40
Purgeable Organic Compounds by EPA Method 524.2
Tert-Amy] Methyl Ether ND ug/L 0.500 1 01/16/06 21:46 EPA 5242 6012503
Benzene ND ug/L 0.500 1 01/16/06 21:46 EPA 5242 6012503
Ethyl tert-Buty! Ether ND ug/L 0.500 1 01/16/06 21:46 EPA 524.2 6012503
Ethylbenzene ND ug/L 0.500 1 01/16/06 21:46 EPA 5242 6012503
Diisopropyl Ether ND ug/L 0.500 1 01/16/06 21:46 EPA 5242 6012503
Toluene ND ug/L 0.500 1 01/16/06 21:46 EPA 5242 6012503
Methyl tert-Butyl Ether ND ug/L 0.500 1 01/16/06 21:46 EPA 524.2 6012503
Tertiary Butyl Alcohol ND ug/L 10.0 1 01/16/06 21:46 EPA 5242 6012503
1,2-Dibromoethane (EDB) ND ug/L 0.500 1 01/16/06 21:46 EPA 5242 6012503
Xylenes, total ND ug/L 1.00 1 01/16/06 21:46 EPA 5242 6012503
~ 1,2-Dichloroethane ND ug/L 0.500 1 01/16/06 21:46 EPA 5242 6012503
Ethanol ND ug/L 50.0 1 01/16/06 21:46 EPA 5242 6012503
Surr: I,2-Dichloroethar_l_e-d4 (72-130%) 99 % 01/16/06 21:46 EPA 524.2 6012503
Surr: Dibromofluoromethane (82-120%) 103 % 01/16/06 21:46 EPA4 524.2 6012503
Surr: Toluene-d8 (81-117%) 94 % 01/16/06 21:46 EPA 524.2 6012503
Surr: 4-Bromafluorobenzene (81-122%) 102% 01/16/06 21:46  EPA524.2 6012503
Sample ID: NPA1031-02 (W-3725-INT - Drinking Water) Sampled: 01/10/06 17:50
Purgeable Organic Compounds by EPA Method 524.2
Tert-Amyl Methy! Ether ND ug/L 0.500 1 01/16/06 22:13 EPA 5242 6012503
Benzene ND ug/L 0.500 1 01/16/06 22:13 EPA 5242 6012503
Ethy! tert-Buty] Ether ND ug/L 0.500 1 01/16/06 22:13 EPA 524.2 6012503
Ethylbenzene ND ug/L 0.500 1 01/16/06 22:13 EPA 5242 6012503
Diisopropyl Ether ND ug/L 0.500 1 01/16/06 22:13 EPA 5242 6012503
Toluene ND ug/L 0.500 1 01/16/06 22:13 EPA 5242 6012503
Methyl tert-Buty! Ether 2.02 ug/L 0.500 1 01/16/06 22:13 EPA 5242 6012503
Tertiary Butyl Alcohol ND ug/L 10.0 1 01/16/06 22:13 EPA 5242 6012503
1,2-Dibromoethane (EDB) ND ug/L 0.500 1 01/16/06 22:13 EPA 5242 6012503
Xylenes, total ND ug/L 1.00 1 01/16/06 22:13 EPA 5242 6012503
1,2-Dichloroethane ND ug/l, 0.500 1 01/16/06 22:13 EPA 5242 6012503
Ethanol ND ug/L 50.0 1 01/16/06 22:13 EPA 5242 6012503
Surr: 1,2-Dichloroethane-d4 (72-130%) 99 % 01/16/06 22:13 EP4 5242 6012503
Surr: Dibromofluoromethane (82-120%) 103 % 01/16/06 22:13 EPA 524.2 6012503
Surr: Toluene-d8 (81-117%) 92 % 01/16/06 22:13 EP4 524.2 6012503
Surr: 4-Bromofluorobenzene (81-122%) 103 % 01/16/06 22:13 EPA 524.2 6012503

Page 2 0of 10



Test/America

AMALYTICAL ;Eg*rm CORPORATION 2960 Foster Creighton Road Nashvifle, TN 37204 * 800-765-0980 * Fax 615-726-3404

Client ERJ Petaluma (10228) Work Order: NPA1031
601 North McDowell Blvd. Project Name: Exxon 7-0277 PO:4505885615
Petaluma, CA 94954 Project Number: 2101 1300000
Attn James Chappell Received: 01/12/06 08:00
ANALYTICAL REPORT

Dilution  Analysis
Result Flag Units MRL Factor Date/Time Method Batch

Sample ID: NPA1031-03 (W-3725-INF ~ Drinking Water) Sampled: 01/10/06 18:00
Purgeable Organic Compounds by EPA Method 524.2

Tert-Amyl Methyl Ether ND ug/L 0.500 1 01/16/06 22:41 EPA 5242 6012503
Benzene ND ug/L 0.500 1 01/16/06 22:41 EPA 5242 6012503
Ethyl tert-Buty! Ether ND ug/L 0.500 1 01/16/06 22:41 EPA 5242 6012503
Ethylbenzene ND ug/L 0.500 1 01/16/06 22:41 EPA 5242 6012503
Diisopropy! Ether ND ug/L 0.500 1 01/16/06 22:41 EPA 5242 6012503
Toluene ND ug/L 0.500 1 01/16/06 22:41 EPA 524.2 6012503
Methyl tert-Butyl Ether 2.07 ug/L 0.500 1 01/16/06 22:41 EPA 5242 6012503
Tertiary Butyl Alcohol ND ug/L 10.0 1 01/16/06 22:41 EPA 5242 6012503
1,2-Dibromoethane (EDB) ND ug/L 0.500 1 01/16/06 22:41 EPA 5242 6012503
Xylenes, total v ND ug/L 1.00 1 01/16/06 22:41 EPA 524.2 6012503
1,2-Dichloroethane ND ug/L 0.500 1 01/16/06 22:41 EPA 5242 6012503
Ethanol ND ug/L 50.0 1 01/16/06 22:41 EPA 5242 6012503
Swrr: 1,2-Dichloroethane-d4 (72-130%) 101 % 01/16/06 22:41 EPA 524.2 6012503
Surr: Dibromafluoromethane (82-120%) 104 % 01/16/06 22:41 EPA524.2 6012503
Surr: Toluene-d8 (81-117%) 93 % 01/16/06 22:41 EPA 524.2 6012503
Surr: 4-Bromofluorobenzene (81-122%) . 103 %

01/16/06 22:41 EPA524.2 6012503
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MY‘%’(CAL ‘;'Es‘rm CQRFQRATIGN 2960 Foster Creighton Road Nashville, TN 37204 * 800-765-0980 * Fax 615-726-3404

Client  ERI Petaluma (10228)

Work Order: NPA1031
601 North McDowell Blvd. Project Name: Exxon 7-0277 PO:4505885615
Petaluma, CA 94954 Project Number: 2101 1300000
Attn James Chappell Received: 01/12/06 08:00

PROJECT QUALITY CONTROL DATA

Blank
Analyte Blank Value Q Units Q.C. Batch Lab Number Analyzed Date/Time
Purgeable Organic Compounds by EPA Method 524.2
6012503-BLK1
Tert-Amyl Methyl Ether <0.0600 ug/L 6012503 6012503-BLK 1 01/16/06 16:24
Benzene <0.05900 ug/L, 6012503 6012503-BLK 1 01/16/06 16:24
Ethyl tert-Buty! Ether <0.0500 ug/L 6012503 6012503-BLK 1 01/16/06 16:24
Ethylbenzene <0.0700 ug/L 6012503 6012503-BLK 1 01/16/06 16:24
Diisopropy! Ether <0.0600 . ug/L 6012503 6012503-BLK 1 01/16/06 16:24
Toluene <0.0800 ug/L 6012503 6012503-BLK 1 01/16/06 16:24
Methyl tert-Butyl Ether <0.0500 ug/L 6012503 6012503-BLK1 01/16/06 16:24
Tertiary Butyl Alcohol <0.990 ug/L 6012503 6012503;BLK1 01/16/06 16:24
1,2-Dibromoethane (EDB) <0.0500 ug/L 6012503 6012503-BLK1 01/16/06 16:24
Xylenes, total <0.220 ug/L 6012503 6012503-BLK 1 ~ 01/16/06 16:24
1,2-Dichloroethane <0.0600 ug/L 6012503 6012503-BLK 1 01/16/06 16:24
Ethanol <119 ug/L 6012563 6012503-BLK 1 01/16/06 16:24
Surrogate: 1,2-Dichloroethane-d4 92% 6012503 6012503-BLK 1 01/16/06 16:24
Surrogate: Dibromofluoromethane 100% 6012503 6012503-BLK] 01/16/06 16:24
Surrogate: Toluene-d8 94% 6012503 6012503-BLK1 01/16/06 16:24
Surrogate: 4-Bromofluorobenzene 100% 6012503 6012503-BLK 1 01/16/06 16:24
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ANALYTICAL TESTING LORPLIRATION 2980 Foster Creighton Road Nashville, TN 37204 * 800-765-0980 * Fax 61 5-726-3404
Client ERI Petaluma (10228) Work Order: NPA1031

601 North McDowell Blvd. Project Name: Exxon 7-0277 PO:4505885615

Petaluma, CA 94954 Project Number; 2101 1300000

Attn James Chappelt Received: 01/12/06 08:00

PROJECT QUALITY CONTROL DATA

LCS
Target Analyzed

Analyte Known Val, Analyzed Val Q Units % Rec. Range Batch Date/Time

Purgeable Organic Compounds by EPA Method 524.2

6012503-BS1
Tert-Amyl Methyl Ether 50.0 S22 ug/L 104% 60-140 6012503 01/17/06 01:54
Benzene 50.0 49.8 ug/L 100% 70-130 6012503 01/17/06 01:54
Ethyl tert-Butyl Ether 50.0 55.6 ) ug/L 111% 60 - 140 6012503 01/17/06 01:54
Ethylbenzene 50.0 45.8 ug/L 100% 70-130 6012503 01/17/06 01:54
Diisopropy! Ether . 50.0 502 ug/L 100% 70-130. 6012503 - 01/17/06 01:54
Toluene . 50.0 49.9 ug/L 100% 70 - 130 6012503 01/17/06 01:54
Methyl tert-Butyl Ether 50.0 46.9 ug/L 94% 70 - 130 6012503 01/17/06 01:54
Tertiary Butyl Alcohol 500 560 ug/L 112% 70-130 6012503 01/17/06 01:54
1,2-Dibromoethane (EDB) 50.0 ’ 36.8 ug/L 114% 70-130 6012503 01/17/06 01:54
Xylenes, total 150 145 ug/L 97% 70- 130 6012503 01/17/06 01:54
1,2-Dichloroethane 50.0 453 ug/L 91% 70-130 6012503 01/17/06 01:54
Ethanol 5000 5970 ug/L 119% 70-130 6012503 01/17/06 01:54
Surrogate: 1,2-Dichloroethane-d4 25.0 20.7 83% 72-130 6012503 01/17/06 01:54
Surrogate: Dibromofluoromethane 25.0 23.6 94% 82-120 6012503 01/17/06 01:54
Surrogate: Toluene-d8 250 233 93% 81-117 6012503 01/17/06 01:54
Surrogate: 4-Bromofluorobenzene 25.0 228 91% 81-122 6012503 01/17/06 01:54
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Test/America

Mwm me CORPORATION 2960 Foster Creighton Road Nashville, TN 37204 * 800-765-0980 * Fax 615-726-3404
Client ERI Petaluma (10228) Work Order: NPA1031
601 North McDowell Blvd. Project Name: Exxon 7-0277 PQ:4505885615
Petaluma, CA 94954 Project Number: 2101 1300000

Attn James Chappell Received: 01/12/06 08:00

PROJECT QUALITY CONTROL DATA

Matrix Spike
Target Sample Analyzed

Analyte Orig. Val. MS Val Q Units Spike Conc % Reo. Range Batch Spiked Date/Time

Purgeable Organic Compounds by EPA Method 524.2

6012503-MS1
Tert-Amyl Methyl Ether ND 56.1 ug/L 50.0 112% 60 - 140 6012503 NPA0950-01 01/17/06 00:59
Benzene ND 61.1 ug/L 50.0 122% 70- 130 6012503 NPA0950-01 01/17/06 00:59
Ethyl tert-Buty] Ether ND 59.7 ug/L 50.0 119% 60 - 140 6012503 NPA0950-01 01/17/06 00:59
Ethylbenzene ND 61.3 ug/L 50.0 123% 70- 130 6012503 NPA0950-01 01/17/06 00:59
Diisopropyl Ether ND 59.5 ug/L 50.0 119% 70 - 130 6012503 NPA0950-01 01/17/06 00:59
Toluene ND 59.2 ug/l 50.0 118% 70- 130 6012503 NPA0950-01 01/17/06 00:59
Methy! tert-Butyl Ether 2,07 492 ug/L 50.0 94% 70- 130 6012503 NPA0950-01 01/17/06 00:59
Tertiary Butyl Alcohol ND 316 M8 ug/L 500 63% 70-130 6012503 NPA0950-01 01/17/06 00:59
1,2-Dibromoethane (EDB) ND 63.2 ug/L 50.0 126% 70- 130 6012503 NPA0950-01 01/17/06 00:59
Xylenes, total ND 177 ug/L 150 118% 70- 130 6012503 NPA0950-01 01/17/06 00:59
1,2-Dichloroethane ND 573 ug/L 50.0 115% 70- 130 6012503 NPA0950-01 01/17/06 00:59
Ethanot ND 6320 ug/L 5000 126% 70- 130 6012503 NPA0950-01 01/17/06 00:59
Surroghle: 1,2-Dichloroethane-d4 229 ug/L 25.0 92% 72 - 130 6012503 NPA0950-01 01/17/06 00:59
Surrogate: Dibromofluoromethane 24.8 ug/L 25.0 99% 82-120 6012503 NPA0950-01 01/17/06 00:59
Surrogate: Toluegne-d8 232 ug/L 25.0 93% 81-117 6012503 NPA0950-01 01/17/06 00:59
Surrogate: 4-Bromofluorobenzene 227 ug/L 25.0 91% 81-122 6012503 NPA0950-01 01/17/06 00:59
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ANALYHICAL FEETING CORPLIRATION 2960 Foster Creighton Road Nashville, TN 37204 * 800-765-0980 * Fax 615-726-3404
Client ERI Petaluma (10228) Work Order: NPA1031
601 North McDowell Bivd. Project Name: Exxon 7-0277 P0O:4505885615
Petaluma, CA 94954 Project Number: 2101 1300000
Attn James Chappell Received: 01/12/06 08:00

PROJECT QUALITY CONTROL DATA

Matrix Spike Dup
Spike Target Sample Analyzed
Analyte Orig. Val.  Duplicate Q Units Conc %Rec. Range RPD Limit Batch Duplicated Date/Time
Purgeable Organic Compounds by EPA Method 524.2
6012503-MSD1
Tert-Amyl Methyl Ether ND 522 ug/L 50.0 104% 60 - 140 7 20 6012503 NPA0950-01 01/17/06 01:27
Benzene ND 56.0 ug/L 50.0 112% 70-130 9 20 6012503 NPA0950-01 01/17/06 01:27
Ethyl tert-Butyl Ether ND 55.8 ug/L 50.0 112% 60140 7 20 6012503 NPA0950-01 01/17/06 01:27
Ethylbenzene ND 56.2 ug/L 50.0 112% 70-130 9 20 6012503 NPA0950-01 01/17/06 01:27
Diisopropyl Ether ND 53.4 ug/L. 50.0 107% 70-130 11 20 6012503 NPA0950-01 01/17/06 01:27
Toluene ND 55.6 ug/L 500 111% 70-1306 6 20 6012503 NPA0950-01 01/17/06 01:27
Methyl tert-Butyl Ether 2.07 45.7 ug/L 50.0 87% 70-130 7 20 6012503 NPA0950-01 01/17/06 01:27
Tertiary Butyl Alcohol ND 312 M8 ug/L 500 62% 70-130 1 20 6012503 NPA0950-01 01/17/06 01:27
1,2-Dibromoethane (EDE) ND 59.5 ug/l 500 119% 70-130 6 20 6012503 NPA0950-01 01/17/06 01:27
Xylenes, total ND 161 ug/L 150 107% 70-130 9 20 6012503 NPA0950-01 01/17/06 01:27
1,2-Dichloroethane ND 49.5 ug/L 500 99% 70-130 15 20 6012503 NPA0950-01 01/17/06 01:27
Ethanol ND 5860 ug/L 5000 117% 70-130 8 20 6012503 NPA0950-01 01/17/06 01:27
Surrogate: 1,2-Dichloroethane-d4 20.9 ug/L 25.0 84% 72-130 6012503 NPA0950-01 01/17/06 01:27
Surragate: Dibromofluoromethane 24.0 ug/L 25.0 96% 82-120 6012503 NPA0950-01 01/17/06 01:27
Surrogate: Toluene-d8 23.0 ug/L 250 92% 81-117 6012503 NPA0950-01 01/17/06 01:27
Surrogate: 4-Bromofluorobenzene 234 ug/L 25.0 94% 81-122 6012503 NPA0950-01 01/17/06 01:27
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Test/America

ANALYTICAL TESTING CORPCIRATICHN 2860 Foster Creighton Road Nashville, TN 37204 * 800-765-0980 * Fax 615-726-3404

Client ERI Petaluma (10228) Work Order: NPA1031

601 North McDowell Blvd. Project Name: Exxon 7-0277 PO:4505885615

Petaluma, CA 94954 Project Number: 2101 1300000
Attn James Chappell Received: 01/12/06 08:00

CERTIFICATION SUMMARY
TestAmerica Analytical - Nashville
Method Matrix ATHA Nelac California
EPA 5242 Water N/A X N/A
NA ‘Water
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Test/America

ANALYTICAL TESTING QQRWT‘QN 2960 Foster Creighton Road Nashville, TN 37204 * 800-765-0980 * Fax §15-726-3404
Client ERI Petaluma (10228) ‘Work Order: NPA1031
601 North McDowell Blvd. Project Name: Exxon 7-0277 PO:4505885615
Petaluma, CA 94954 Project Number; 2101 1300000
Attn James Chappell Received: 01/12/06 08:00

NELAC CERTIFICATION SUMMARY

TestAmerica Analytical - Nashville does not hold NELAC certifications for the following analytes included in this report

Method Matrix

Analyte
EPA 5242 Water

Diisopropy! Ether
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Test/America

Mﬁm YESTG QWMT]QN 2960 Foster Creighton Road Nashville, TN 37204 * 800-765-0980 * Fax 615-726-3404
Client ERI Petaluma (10228) Work Order: NPA1031
601 North McDowell Blvd, Project Name: Exxon 7-0277 PO:4505885615
Petaluma, CA 94954 Project Number: 2101 1300000
Attn  James Chappell Received: 01/12/06 08:00

DATA QUALIFIERS AND DEFINITIONS
M8 The MS and/or MSD were below the acceptance limits. See Blank Spike (1.CS).

METHOD MODIFICATION NOTES
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i

COOLER RECEIPT FORM

NPA1031
Client Name : ERI

Cooler Received/Opened On:__1/12/06  Accessioned By:__James D. Jacobs

AN
Log-in Wignature
: e
1. Temperature of Cooler when triaged: o Degrees Celsius
2.~ Were custody seals on outside 0f CO0ler?......c.cremrurrreeveircreneneeenssssssessssseen, ES...NO....NA
a. Ifyes, how many and where: ) ): < A7) }‘
3. Were custody seals on contamers"@YESNA
4.  Were the seals intact, signed, and dated COFTECtlY?.iuiiiiiirinnerriinre e caeernenens vereenreneas @...NO...NA
5. Were custody papers inside cooler?...cuicvureereceenrienerssvesssesesesesnns Crersteriratrerenaias @S «.NO...NA

6. Were custody papers properly filled out (ink, signed, ete)? . ieiiviiicninrntniereesireneeennn CES....NO...NA

............................... Atesaeree

7. Did ydu sign the custody papers in the appropriate place? ES....NO...NA
8. What kind of packing materiﬁl used? d&ﬂfbiewx:gp) Peanuts Vermiculite

Foam Insert
Ziplock baggies Paper Other None

9. Cooling process: @ Tce-pack Ice (direct contact) Dry ice Other None

10. Did all containers arrive in good condition (unbroken)?. v inecimiimenessenenes CE&...NO...NA

11. Were all container labels complete (#, date, signed, pres., etc)?

.................................. ES)..NO...NA

12. Did all container labels and tags agree with custody papers?........cceevunee creereres Cerveneias E, ...NO...NA

13. Were correct containers used for the analysis requested?...... e rttsarerearrn e srernerasaans «.NO...NA

14, a. Were VOA vials received?......cocceureriicneerrsneensessnnernnn Srerereeass s eserane @...NO...NA
b. Was there any observable head space present in any VOA vial?...cocumenniiecscaasrans @_..YES...NA

15. Was sufficient amount of sample sent in each container?................. Chteersressrarerarnanas E- ...NO...NA

16. Were correct preservatives used”.................. traresraerereaias Crrreteertiieeteeiresst e aaran @ ..NO...NA

If not, record standard ID of preservative used here

17. Was residual chlorine present?.....c.iciiiieininnens CNtbiesset e sa e st anrarons - NO...YES.{.NA

18. Indicate the Airbill Tracking Number (last 4 digits for Fedex only) and Name of Courier below: .I
5316

(Fed-Ex D UPS Velocity DHL Route Off-street Misc.

19. If a Non-Conformance exists, see attached or comments below:

A 5'447 huro jr Hhe Fagtest we can Achiave pre Lealh K,
BIS = Broken in shipment
Cooler Receipt Form LF-1

Revised 4/5/05
End of Form



CHAIN OF CUSTODY RECORD

Page __1_of __

ExxonMobil PM Jennifer Sedlachek

'RCOKPORATED

TeSt l merm a Consultant Name: Environmental Resolutions, Inc.
i - Address: 601 N McDowell Bivd Telephone Number (510) 547-8196

(615) 726-0177 N P A 1 031 City/State/Zip: Petaluma, CA : " Account #: 10228
Nashvitle Divisio Project Manager James Chappell PO #: 4505885615
2060 Foster Crei, 01/18/06 17:00 1100 one Number: (707) 766-2080 Facility 10 # 7-0277
Nashvills, TN 37204 ’ ERI Job Number: 2101 1300000 Global ID# T0609700537
E QHMGbﬁ Sampler Name: (Print) id- Hkls Site Address 1101 Yulupa Avenue
E X ' ' Sampler Signature: City, State Zip Santa Rosa, Califomia,
Shipping Method: [Jvab courier D Hand Deliver Commercial Express - I:] Qther:
TAT PROVIDE: Special Instructions: , Matrix Analyze For:
24 hour D 72 hour EDF Repon § g (?J:
mioo|j@fa|gIN|®w
[J 48 hour [ 96 hour wlololS|[2l8g]g{a(g
slalalglélsiols|S| D
O sday ©|w|® Els|asls]|lwoi®
o lololx|yulels]|S| & L>15 ]
ElsiBlEiE|EIBle g8 RIE|E
Sample ID / Description DATE TIME comP | craB |Preserv| NumBer [E |2 | S lE | |m|S|8l8|W|[O|m]|=
W-3725-EFF ~10-00 ﬂL\D X HCL 6 | x Niealjolzit-oli I x| x| x]x
W-3725-INT L NSO X HCL 6 | x i -o0|lZ I x| x| x|x
W-3725-INF [H0-06 | (%00 x | He | 6 |x L] o3 | xfx)x]x
PR _
Rellnqmshed Date ("‘\D‘Ob Time {$30 Raceived by: C_.anfk Fld"Q Time Laboratory Comments:
Temperature Upon Receipt:  © <
Jizre8 Sample Containers Intact? Ls
Relinquished by Date - / -0k Time 7 5(/ Received by TestAmerica: p ! - Time §oe VOAs Free of Headspace? 29

777




